Permanent magnet synchronous generators with interior rotor (IR-PMSGs) have been widely preferred in micro wind turbines (MWTs). Customers demand high output power of the MWTs. Therefore, in this study, performance analyses and optimizations of two IR-PMSG rotors were practically carried out to increase the output power of the MWTs by employing N35 and N42 Neodymium-Iron-Boron (NdFeB) permanent magnets (PMs) with same geometry used on IR-PMSG rotor surfaces. For this purpose, two IR-PMSG rotors were designed with same geometry and applied to a pole shifting reduction technique to decrease their cogging torque on the IR-PMSGs as well. According to the obtained results, comparing the performances of the IR-PMSGs with both N35 and N42 NdFeB PMs on a MWT with regards to their power coefficients, an increase of 18.6% in power coefficient of the IR-PMSG with N42 NdFeB PMs was calculated.
INTRODUCTION
Wind energy is a renewable energy resource. Today, conversion of wind energy into electrical energy by wind turbines (WTs) has been widely employed in the world (Mamur 2016) . These WTs, commercially manufactured, is generally classified into two categories as small WTs (SWTs) and large WTs (LWTs) (Mamur et al. 2013; Mamur et al. 2017) . The SWTs are also divided into three groups as micro WTs (MWTs), SWTs and small-medium WTs (S-MWTs) (Mamur 2015a) . MWTs generate electrical energy until 1.5 kW. In order to meet small electricity needs, they are commonly utilized in regions such as plateaus, vineyards, gardens, fattening farms and yachts, where there are no electricity networks Arıkan and Çam 2017) .
In MWTs, induction generators (IGs) for generating electrical energy are often used (İskender and Genç 2009; Lebsir et al. 2015; Hostettler and Wang 2015) . The PMSGs are designed different forms such as axial flux PMSGs (AF-PMSGs), interior rotor PMSGs (IR-PMSGs) and outer rotor PMSGs (OR-PMSGs) (Yildiriz and Aydemir 2009) . Improving the energy density in PMSGs is provided through enhancing the efficiency of MWT. The energy density largely depends on rotor structures and permanent magnets (PMs). Designing PMSG as an IR-PMSG type boosts the energy density, output power and torque of PMSG; however, the design leads to the growth of the structure of the IR-PMSG (Tarimer and Ocak 2009 ).
The magnetic flux density of used PMs has a great effect on the output power and moment of PMSG as well (Petrow and Pyrhönen 2013) . Lately, Neodymium-Ferrite-Boron (NdFeB) types PMs usually are preferred due to high magnetic capacity and cheaper costs (Coey 2012) . Increase in the magnetic capacity of PMs reduces the size of PMSGs as well and then tower loads and blade dimensions of MWTs decrease (Tripathi at al. 2015) . On the other hand, the NdFeB PMs being widely available commercially can be employed until 80°C (Petrow and Pyrhönen 2013; Löewe et al. 2015) . Some PMs that can be utilized at high temperatures are also mentioned in literature (Kim at al. 2013 ).
In literature, performance effects on PMSGs of PMs manufactured in different forms and structures are discussed. The effects of ferrite PMs with low-cost on PMSG performance was investigated by Petrow and Pyrhönen (Petrow and Pyrhönen 2013) . They obtained a characteristic of OR-PMSG with ferrite PM and then compared with an OR-PMSG with NdFeB PM. According to their results, they demonstrated that the OR-PMSG with ferrite PM cannot compete with the OR-PMSG with NdFeB PM in terms of performance coefficient values. Zhang et al. (Zahng et al. 2012 ) carried out a study that was about PM technologies for electrical motors used in automotive applications and emphasized that price drops in PMs would further improve the usage of the PMSG technologies in automotive. In another study, effects of the amount of PM materials were worked for an OR-PMSG with fractional slot winding by Sergeant and Bossche (Sergeant and Van den Bossche 2014) . They calculated the efficiency of an OR-PMSG as a function of the size of PMs through keeping constant the mechanical air gap, the volume and the torque density. They observed significant changes for the efficiency of the OR-PMSG in the thickness variations of PMs until 2 mm but they expressed that the thickness variations of PMs within 2-5 mm ranges almost did not yield any change in the efficiency. In addition to these, Slusarek et al. (Sulusarek et al. 2014 ) examined performances of them for pumps and cooling fans in mining industry by simultaneously using both Samarium-Cobalt (SmCo) and NdFeB PMs on an IR-PMSG and achieved an increase in efficiency. However, they explained that two types PMs to be inserted on rotor surface at the same time brought some difficulties with regards to manufacturing. Dysprosium-free NdFeB and ferrite PMs in different structures analyzed from the point of efficiency, torque, flux weakening and active weight by McFarland et al. (McFarland et al. 2014) . Kim et al. (Kim et al. 2014) recommended that L and C type rotor design would be better than others in order to produce high torque in usage the ferrite type PMs. Liu et al. (Liu et al. 2014 ) also suggested a low cost PMSG that was constructed soft magnetic composite and ferrite PMs for employing in residential applications. Lastly, Bianchini et al. (Bianchini et al. 2014 ) offered an optimized low cost hybrid rotor poles.
According to the given studies in the literature, the studies mainly focus on the increase in the performance of PMSGs and decrease in their weight. In the presented study, the performances of N35 and N42 PMs on an IR-PMSG in a MWT system were practically defined in order to increase the power and torque of the MWT. For this purpose, two different rotors with same geometry, one of them has N35 NdFeB PM rotor and the other has N42 NdFeB PM rotor, are designed and manufactured. Their cut-in wind speeds, power coefficients, cogging torques and output powers were individually tested and compared on a MWT system.
The presentation of the conducted study was carried out as follows: In the second section, materials and methods were explained in order to execute the design and applications. The results of experimental work were given in the third section. In the fourth section, the results were discussed and finally in the fifth section, the conclusions and future perspectives and extended studies were stated.
MATERIALS AND METHODS

General specifications of PMSGs
Typically PMSGs are composed of a rotor and three-phase stator. Contrary to PMSGs' small size and light weight, they provide high output power and torque (Tripathi et al. 2015) . Their efficiency reaches up to 97% and they are direct-drive (Lebsir et al. 2015) . They are advantageous for their adaptable structure and simplicity in design, which makes them more preferable in small and medium power MWT applications (Daili et al. 2015; Chung and You 2015) . Because PMs employed in MWTs are constructed using rare-earth materials, PMSGs are slightly expensive compared to IGs (Petrow and Pyrhönen 2013) .
On the other hand, PMSGs offer the advantages of small size, direct drive, high efficiency, flexible rotor structure and wide range operating speed as mentioned before but cogging torque still remains as the main disadvantage (Mamur 2015b; Dosiek and Pillay 2007; Islam et al. 2009 ). The high cogging torque in MWTs requires higher wind speeds to generate electrical energy (Ani et al. 2013 ).
The efficiency of PMSGs are mainly depends on rotor structures. Classifications of PMSGs vary based on the employed rotor structure. OR-PMSGs rotor-stator gap can be changed in wide ranges although IR-PMSGs do not allow it. Similarly, OR-PMSGs are more flexible as they allow change in PM sizes (Lebsir et al. 2015) . Embedded magnet structure of IR-PMSGs contributes to the gap decrease.
As the power of PMSGs in WTs increase, their speed is decreased due to the blade strain. The value of nominal torque rises more than the value of nominal power. Active parts of electrical machines generate torque and torque T and active weight Ma of PMSGs are as follows:
where, kt and ka are constants, D, L, ro and ri are respectively average air gap diameter, machine length, and outer and inner radius of active parts. Determining an optimum point through air gap diameter, machine length, and, other and inner radius of active parts is of importance with respect to generated power and torque. Electromagnetic properties of PMSGs greatly depend on the number of slots per phase, shapes of PMs and slot width. (Chung and You 2015) .
In recent years, PMSG usage in MWTs has become more and more common. PMSGs rotating at low speeds cause noise, vibration and cut-in speed problems in MWTs whereas PMSGs rotating at high speeds do not cause any serious problems (Bianchini et al. 2014; Chung and You 2015) . Under normal operating conditions, torque vibration is a result of interaction with air gap flux density high harmonics caused by stator winding and rotor PMs while the cogging torque is the result of interaction with the PMs and stator slots. The same cogging torque affects the cut-in speed of MWT. There are many methods suggested in the literature to reduce the cogging torque (Dosiek and Pillay 2007; Mamur et al. 2014 ).
PMs used in PMSGs
NdFeB, SmCo, Aluminum-Nickel-Cobalt (Alnico) and Ferrite are the commonly utilized type PMs in PMSGs (Vaimann et al. 2013; Skomski et al. 2013) . NdFeB PMs have the lowest operating temperature of 80°C among commercially available PMs. Operating temperatures for Alnico, SmCo and Ferrite PMs are about 500, 250 and 200°C, respectively. The eddy-current and hysteresis losses occurring in these PMs occur adversely affect the productivity of PMSGs (Pyrhönen et al. 2015) . Moreover, the cost of NdFeB PMs is higher than others and there is the risk of loss of magnetization characteristic at high temperatures (Lebsir et al. 2015) . When the datasheets of PM manufacturers for NdFeB, SmCo, Alnico and Ferrite type PMs, which have been started to be used recently, are inspected, the values of maximum magnetic flux density-magnetic field intensity BHmax (kJ/m 3 ) of these PMs are respectively about 470, 350, 80 and 40 kJ/m 3 (Petrow and Pyrhönen 2013; Ani et al. 2013) . BHmax curve of NdFeB PMs stands out among rare-earth magnets.
NdFeB and SmCo PMs are known as rare-earth magnets. NdFeB PMs are also the third generation of rare-earth magnets. Today, they are the most widely used and mostly commercialized. Owing to the existence of Neodymium element in abundance and cheapness of Ferrite, NdFeB PMs are indispensable from a cost-performance perspective (Zhang et al. 2012; Skomski et al. 2013 ).
NdFeB magnets are manufactured both in sintered and bonded forms. While the sintered magnet forms present high magnetic properties, the properties of the bonded magnet form are low in magnetism (Löewe et al. 2015) . Moreover, as a result of the metallurgical materials with active powder ingredients present within their structure, some measures are taken to reduce oxidation and corrosion involving surface coating techniques such as epoxy, nickel, cuprum and silver; however, this is not the case for SmCo, Alnico and Ferrite type magnets because they are corrosion-resistant magnets.
On the other hand, placement of PMs on the rotor surface of PMSG varies according to the purpose of application. For the applications that require high power, torque and fast response, the surface mounted rotor PMs are preferred but in the field weakening applications, the embedded rotor PMs give better results (Petrow and Pyrhönen 2013) . Figure 1a was designed and manufactured as a prototype. The IR-PMSG was inserted in an MWT structure as shown in Figure 1b . Then its performance analyses with the MWT were carried out by means a truck (Mamur 2015a) .
The designed and prototyped IR-PMSG An IR-PMSG given in
Two different rotors having same geometry with both N35 and N42 NdFeB PMs were designed for the manufactured IR-PMSG. In order to reduce the cogging torque, the PMs were fixed on rotor surfaces by pole shifting technique (Islam et al. 2009 ). In the first rotor structure, N35 NdFeB type PMs were employed (Mamur 2015a ). In the second rotor structure, N42 NdFeB type PMs were employed. The stator winding of the IR-PMSG was a three phase, 12V AC. The output voltage of N35 and N42 NdFeB PMs varied within 10 to 45 V AC range depending on the different wind speeds recorded in the truck test. An integer slot winding technique was applied to the stator with 36 slots and its shaft was manufactured from stainless steel. The rotors designed for the IR-PMSG were mounted and then its effects on the performance of MWT were analyzed in detail. Dimensions and properties of the designed rotors, stator and the utilized MWT were given in Table 1 . 
The PMs employed in the design and their properties
The sizes of N35 and N42 PMs employed in the design were determined The sizes of N35 and N42 PMs employed in the design were determined to be 20 mm in length, 20 mm in width and 6 mm thick then they were manufactured by Ningbo Newland International Trade Co. Ltd. Dimensions of the designs were determined taking into consideration that the manufacturing costs should be kept at minimum. BH curves of them were given in Figure 2 and their characteristic properties were presented in Table  2 .
(a) (b) Figure 2 . BH hysteresis curves of (a) N35 and (b) N42 NdFeB PMs. 
THE INSTALLED MEASUREMENT SYSTEM
While the manufactured IR-PMSGs with both N35 and N42 NdFeB PM rotors were being tested, a data acquisition system (DAQ) was made in order to realize measurements of the current, voltage and temperature variables of MWT in the truck test (Mamur 2015a ).
Two anemometers -one was Prova AVM-03 model, ±3% accuracy and 0.3-45 m/s ranges, the other was Kestrel 3000 model, ±3% accuracy and 0.6-40 m/s ranges -were used to measure the wind speed, which is the most effective variable in determining the output power. At the same time, the wind speed was also monitored via the speed display of the truck. The frequency of the MWT was obtained through a digital Multimeter -which was Brymen BM805 model and ±3% accuracy -used in frequency mode. The DAQ, its application the cogging toque measurement setup in the MWT system were shown in Figure 3a and 3b. Furthermore, a photo tachometer -which was Extect Pocket/TACH 461700 model, ±3% accuracy -was used to measure the speed of the MWT as rpm. In order to minimize the measurement errors, the DAQ system was used for calculating the power output by measuring the voltage, current, and temperature as well as three other measurement devices -namely an Extect HD200 model, ±1% accuracy in temperature mode and two Brymen BM805 model, ±0.5% accuracy in ammeter and voltmeter modes. To define the cogging torques of the IR-PMSG for both N35 and N42 PMs rotors, a combined torque meter -which was Crane Electronic UTA-451-0020-OP model 0-5 Nm ranges transmitter and Crane Electronic TO-890-01CR-0-EUR model display -was utilized as demonstrated in Figure 3c .
RESULTS
The test data recorded for both systems with the N35 and N42 NdFeB PM rotors are illustrated comparatively in Figure 4 -8.
The truck test was carried out in a flat area closed to traffic and the test was executed up to 20 m/s wind speed. To determine the input power of the MWT, the atmosphere pressure was taken from the website of Turkish State Meteorological Service as 1020 hPa. Selected test date was determined as a day with almost no wind and the ambient temperature was measured to be 12°C. Depending on these variables, the air density was calculated as 1.221 kg/m 3 . On the test date, the wind speed was measure as 0.5 m/s and the truck test was done towards the wind direction. The wind speed value was also considered to the calculations. While the cut-in speed for the MWT system where the PMSG with the N35 NdFeB PM rotor is employed was measured as 2.7 m/s, the cut-in speed for the system with the N42 NdFeB PM rotor was measured as 4.1 m/s. 
DISCUSSION
When the IR-PMSG using N42 NdFeB PMs rotor was employed in the MWT system, the nominal output power was obtained as 210 W at 11 m/s wind speed. However, the nominal output power was measured as 177 W at 11 m/s wind speed when the IR-PMSG using N35 NdFeB PMs rotor was employed in the MWT system. The usage of N42 NdFeB PMs increased the power by 18.6%. While the power coefficient value of the MWT system using the IR-PMSG with N35 NdFeB PMs rotor was 0.277, the same value for the system using N42 NdFeB PMs rotor increased up to 0.338.
On the other hand, the cogging torque of the MWT system using N42 NdFeB PMs was found almost 1.7 times more than the other. While the cogging torque of the MWT employing N42 NdFeB PMs was measured 0.17 Nm, the cogging torque of MWT employing N35 NdFeB PMs was 0.1 Nm. In Figure 8 , the cogging torque values were plotted from positive maximum to negative maximum. As it can be seen in the Figure 8 , the same values were not achieved for the same rotor degree as a result of manufacturing difficulties. For example, while the cogging torque value at 12.5° was measured 0.152 Nm for the MWT employed N42 NdFeB PMs, the value at 32.5° was taken 0.145. During the test, the intermediate values were not shown for the cogging torque values.
The high cogging torque in the MWT employing N42 NdFeB PMs caused high cut-in speed of 4.1 m/s, whereas, the MWT employing N35 NdFeB PMs was operated at a cut-in speed of 2.7 m/s. The generated electrical energy of the MWT employing N42 NdFeB PMs was higher than the MWT employing N35 NdFeB PMs. Furthermore, the generated electrical energy of MWTs is relatively lower at low wind speeds. Keeping in mind that the generated electrical energy is a function of the cube of wind speed, the generated electrical energy through the MWT employing N42 NdFeB PMs compensated the high cogging torque and cut-in owing to the achieved performance improvement via the N42 PMs neither changing the weight and the shape of any part of MWT nor increasing the turbine load. Although it is a disadvantage for the customers in rural areas with low wind speeds, it is expected that the disadvantage can be overcome through the use of multi-wing models.
The installation cost of the MWT system employing the IR-PMSG with N35 NdFeB PMs rotor was about 2,500 € for end users (Mamur 2015a) . N42 PMs utilized on rotor surface of the IR-PMSG represented an additional cost of 20 €. When the entire system cost was taken into account, the additional cost from the use of these magnets was below 1%. The annual energy production and the generated electrical energy cost in this MWT system was calculated to be 431 kWh/year and 0.29 €/kWh by using the power curve and Rayleigh wind speed distribution over one year period at a nominal wind speed of 5 m/s. By the implemented performance optimization, the increase of 18.6% in nominal power generation could be acknowledged and assessed as an efficiency improvement.
CONCLUSION AND FUTURE PERSPECTIVES
In the applied study, two rotors with N35 and N42 NdFeB PMs, which had the same geometry were designed and manufactured in order to optimize the efficiency of MWTs by employing IR-PMSGs. Thus, the system output power was raised by about 18.6% at the nominal power value. The power coefficient was increased from 0.277 to 0.338 through changes in employed PM type rotors. The modification did not bring any remarkable extra costs.
On the other hand, the cogging torque increased 1.7 times, which in turn increased the cut-in value from 2.7 m/s to 4.1 m/s. However, the higher cut-in value presents a problem, which would be overcome with the new wing models or the change in the number of blades for customers residing in areas with low wind speed.
In the future extensions of the study, some optimization issues are going to be addressed in order to minimize the high cogging torque caused by N42 NdFeB PMs by employing the same application assemblies while sustaining or further improving the increase in the output power of the MWT. Moreover, the new studies will focus on OR-PMSG designs and blade structures of MWTs to reduce the manufacturing cost of the PMSGs. The outcomes of these future studies will be presented to literature as a whole.
